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Client name:
Masodini Game Lodge 










Date: 29/08/2025
Invoice: 
INV001422
Re: Fire extinguisher report


	Fire Ext./Hose Reel No:
	Manufac-turing Date:
	Medium Replaced Date:
	Pressure Test Date:
	Service Label No:
	Fire Extinguisher Type
	Detail
	Parts/kPa

	NO NUM 
	08/2022
	
	
	17713
	CENTA
	DCP 4.5KG
	SERVICE
	RESEAL

	NO NUM 
	02/2022
	
	
	17701
	CENTA
	DCP 4.5KG
	SERVICE
	RESEAL

	NO NUM 
	02/2022
	
	
	17702
	CENTA
	DCP 4.5KG
	SERVICE
	RESEAL

	NO NUM 
	02/2022
	
	
	17703
	CENTA
	DCP 4.5KG
	SERVICE
	RESEAL

	NO NUM 
	02/2022
	
	
	17704
	CENTA
	DCP 4.5KG
	SERVICE
	RESEAL

	NO NUM 
	02/2022
	
	
	17705
	CENTA
	DCP 4.5KG
	SERVICE
	RESEAL

	NO NUM 
	02/2022
	
	
	17706
	CENTA
	DCP 4.5KG
	SERVICE
	RESEAL

	NO NUM 
	02/2022
	
	
	17707
	CENTA
	DCP 4.5KG
	SERVICE
	RESEAL

	NO NUM 
	08/2016
	
	
	17708
	CENTA
	DCP 4.5KG
	SERVICE
	RESEAL

	NO NUM 
	11/2021
	
	
	17709
	CENTA
	DCP 2.5KG
	SERVICE
	RESEAL

	NO NUM 
	10/2023
	
	
	17711
	S/QUIP
	DCP 2.5KG
	SERVICE
	RESEAL

	NO NUM 
	-
	
	
	SCRAPPED
	N/FIRE
	DCP 1KG
	SCRAP 
	BODY RUSTED 

	NO NUM 
	-
	
	
	17710
	N/FIRE
	DCP 1KG
	SERVICE
	RESEAL

	Total of Fire Ext Scrap:
	1
	
	
	
	Notes:

	Total of Fire Ext Serviced / New:
	11
	
	
	
	


It is a requirement of the Occupational Health and Safety act that all extinguishers shall be maintained in accordance with the manufacturer’s specifications and SANS 1475.  MAINTENANCE of Fire & General fire extinguishers must be carried out in accordance with the procedures as lay out in SANS 1475.  Servicing of Fire & General product may only be undertaken by registered S.A.Q.C.C. competent persons, who are employed by any SANS 1475 approved company.  Servicing and servicing intervals must comply with SANS 1475. 
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Client name:
Masodini Game Lodge 










Date: 29.08.2025
Invoice: 
INV001422
Re: Fire extinguisher report


	Fire Ext./Hose Reel No:
	Manufac-turing Date:
	Medium Replaced Date:
	Pressure Test Date:
	Service Label No:
	Fire Extinguisher Type
	Detail
	Parts/kPa

	NO NUM 
	09/2014
	
	
	17712
	CENTA
	DCP 4.5KG
	SERVICE 
	RESEAL 

	
	
	
	
	
	
	
	
	

	NO NUM 
	
	
	
	17716-17717
	H/REEL 
	300 KPA
	SERVICE
	WET TEST, RESEAL 

	NO NUM 
	
	
	
	17714-17715
	H/REEL 
	300 KPA
	SERVICE
	WET TEST, RESEAL 

	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	

	
	
	
	
	
	
	
	
	

	Total of Fire Ext Scrap:
	0
	
	
	
	Notes:

	Total of Fire Ext Serviced / New:
	1
	
	
	
	

	Total of Hose Reels:
	         2
	
	
	
	


It is a requirement of the Occupational Health and Safety act that all extinguishers shall be maintained in accordance with the manufacturer’s specifications and SANS 1475.  MAINTENANCE of Fire & General fire extinguishers must be carried out in accordance with the procedures as lay out in SANS 1475.  Servicing of Fire & General product may only be undertaken by registered S.A.Q.C.C. competent persons, who are employed by any SANS 1475 approved company.  Servicing and servicing intervals must comply with SANS 1475. 

